BUILDING EXTERIOR EVALUATION
DUNNING ELEMENTARY SCHOOL
48 FROST STREET
FRAMINGHAM, MA 01701
GENERAL BUILDING INFORMATION
Dunning Elementary School (Dunning) was built in
1965. The single-story building is constructed with a
combination of concrete masonry units (CMU) and
brick masonry. Dunning is an elementary school
housing grades K through 5, and it contains a
cafetorium, kitchen, gymnasium, library, bathrooms,
and assorted classrooms and offices.

Figure 1: Partial view of the West Elevation.

Gale reviewed the existing building which is reported
to be approximately 61,500 sq. ft. in area. Dunning is
rectangular in shape with a courtyard in the center.
The school has approximately 9,500 sq. ft. of 4 ft.
wide aluminum storefront and punched windows
with single pane glazing. Dunning also has 28 hollow
metal single or double access doors, some with
sidelights and transoms. The building cladding is
composed entirely of brick and mortar. Expansion
joints are dispersed throughout the building at
random intervals, and appear to be constructed with
silicone. The perimeter sealant at windows and
doors also appears to be silicone.
Figure 2: Partial view of the North Elevation.

REVIEW OF EXISTING DOCUMENTS
To assist Gale in performing the evaluation of
Dunning Elementary School, representatives from
Framingham Public Schools provided Gale with the
following documents and drawings:
1. Dunning Elementary School – Information sheets
including
contact
information,
building
information, utility information, building
features and transportation.
2. Dunning Elementary School – Floor plans
designed by Be Safe Technologies, Inc. The floor
plans provided room and door numbers.
3. Dunning Elementary School – Documents with
photos of the school both from a ground view
and an aerial view.

Figure 3: Partial view of the East Elevation.
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EXISTING EXTERIOR CONDITIONS
Gale performed an initial visual evaluation of the
building’s existing exterior cladding, doors, windows
and associated components. The brick masonry
appeared to be in fair condition overall. Step cracking
and deteriorated mortar were observed occasionally
throughout the brick walls. Sealant at doors and
windows has typically failed, and the plywood soffit
panels above windows were observed to exhibit
peeling paint. In addition, stress cracking was
observed throughout the building’s concrete
foundation and oil canning throughout the building’s
sheet metal roof edge and fascia.

Figure 4: View of typical storefront assembly at Dunning.

Exterior Observations:
1. The existing window systems are non-thermally
broken anodized aluminum framed storefront
and aluminum window assemblies with clear
single glazed windows and metal panels.
Window types include fixed and awning style
units. The anodized aluminum frames are in
satisfactory condition with minimal damage or
aging noted on the exterior. (Fig. 4).
2. Window glazing throughout the building is clear
glass set into a glazing compound and secure
with aluminum glass stops. Glazing appears to be
in fair condition overall.

Figure 5: View of translucent wall panel system.

3. The original glazing compound is in poor
condition as evident by the dry, cracked texture
observed throughout. Several windows
appeared to have repair sealant installed over
the original glazing compound.
4. At the gymnasium a large span translucent wall
panel system is installed with several clear vision
glass hopper units. The panel system does not
appear to be original to the building and is in
good condition (Fig. 5).
5. The existing entrance storefront systems are
non-thermally broken anodized aluminum
storefront framing with single pane glazing.
Some of the storefront entrance door assemblies
are comprised of door panels and frames, while
others include transoms and sidelights.
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6. The existing entrance storefront framing is in
satisfactory condition with minimal damage or
aging noted on the exterior. The storefront
glazing appears to be in good condition overall.
7. The existing hollow metal doors assemblies are
in satisfactory condition with minimal damage or
aging noted on the exterior. Some doors are part
of a larger storefront window system, and others
have sidelights and transoms. Doors appear to
be in good condition overall.
8. The expansion joint sealant observed
throughout the building appears to be in poor
condition. This is evident by cracking (cohesive
failure) and dry, hard texture which has debonded from the brick masonry (adhesive
failure) (Fig. 6).

Figure 6: View of expansion joint in poor condition.

9. Approximately 80% of all window, door and
louver perimeter sealant has failed. This is
evident by cracking (cohesive failure) and dry,
hard texture which has de-bonded from the brick
masonry (adhesive failure) (Fig. 7).
10. Approximately 50% of all window glazing sealant
has failed. This is evident by cracking (cohesive
failure) and dry, hard texture which has debonded from the window (adhesive failure) (Fig.
8).
11. Approximately 10% of mortar on the north,
south, and west elevation and 20% of mortar on
the east elevation is deteriorated (Fig. 9).

Figure 7: View of failed window perimeter sealant.

12. Approximately 160 linear feet of mortar joints at
window sills and 40 linear feet of mortar joints at
tan brick inlay sills has failed or is nonexistent
(Fig. 10).
13. Approximately 100 linear feet of stress cracking
was observed throughout the building’s
concrete foundation and concrete window sills
(Fig. 11).
14. Approximately 30 linear feet of step cracking was
observed throughout the building’s brick walls
(Fig. 12).
15. Approximately 36 square feet of displaced brick
was observed at a column on the west elevation
(Fig. 13).

Figure 8: View of failed window glazing sealant.
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Figure 12: View of step cracking in the building’s brick
walls.
Figure 9: View of deteriorated mortar on the north
elevation.

Figure 10: View of failed mortar at window sill.
Figure 13: View of displaced brick at west elevation
column.

Figure 11: View of stress cracking in the building’s concrete
foundation.
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DISCUSSION AND RECOMMENDATIONS

The existing aluminum storefront entrance framing
and the existing hollow metal entrance framing
appear to be in fair condition, however they lack
adequate air and moisture protection due to failed
sealants and glazing components and cannot resist
thermal transfer through the conductive metal due
to the lack of a thermal break. Similar to the windows,
the single pane glazing offers little resistance to
thermal transfer, or control of solar gains and visible
light. Therefore, due to the poor thermal
performance of the frames and glazing components,
replacement of all storefront and hollow metal
entrances may also be considered to occur within
the next 3 - 5 years when the window renovations
are performed, as it may be more cost effective to
perform the window renovations under the same
contract.

Gale has evaluated the windows, exterior doors and
cladding at Dunning in an effort to provide
Framingham with a better understanding of their
current condition and serviceability.
Please note the following exclusions:
x
x

Hazardous materials testing was not
conducted as part of this building evaluation.
Door and window operation was not
reviewed as part of this building evaluation,
only exterior visual observations of the
doors and windows have been included.

Windows:
Based on Gale’s visual observations of the window
systems, it is our opinion that the existing aluminum
framed windows are thermally inefficient and in
poor condition. The aluminum window units are
single glazed and do not have thermally broken
frames or sashes. In addition, the noted deficiencies
of the units are likely to allow air and moisture
infiltration into the building.

Exterior Wall Cladding:
Based on Gale’s visual observations of the brick
masonry wall cladding systems, it is our opinion that
the brick masonry is generally in fair to poor
condition, there are several deficient conditions such
as deteriorated mortar conditions, and failed
expansion joint sealants that could allow the passage
of moisture into the cavity wall.

Typically, aluminum window systems have a service
life of approximately 20 to 30 years depending on the
type of system, frequency of use, maintenance and
exposure to weather. Gale could not locate a
manufacturer’s date stamp on the window frames or
glass components and therefore the age of the
existing windows is unknown. However, it does
appear that the windows are original to the building
and are nearing the end of their useful service life.

Deteriorated mortar joints are a potential source of
moisture infiltration. Long exposures to moisture
may accelerate deterioration of the brick and mortar
and can pose a concern of a freeze/thaw cycle. Note
that spot repointing to address sections of
deteriorated mortar joints may provide a “spotty”
appearance to the wall surface.
Based on the current condition of the brick masonry
wall system, it is recommended the previously noted
deficiencies be repaired within the next 3 – 5 years
when the window renovations are performed, as it
may be more cost effective to perform the window
renovations under the same contract.

In general, the frame and glazing systems lack
adequate air and moisture protection due to failed
sealants and glazing components and cannot resist
thermal transfer through the conductive metal due
to the lack of a thermal break. Similarly, the single
pane glazing’s offer little resistance to thermal
transfer, or control of solar gains and visible light.
Therefore, due to the poor thermal performance of
the frames, it is recommended that these systems be
replaced within the next 3 - 5 years.

For Dunning, Gale recommends that the window and
entrance door systems replaced with aluminum,
thermally broken frames and insulated glazing units
for improved performance.

Entrances:
5

Recommended Repairs: 3-5 Years*
Window and Doors Replacement, Concrete Repairs
Material and Labor Subtotal .....................$1,076,600
General Conditions, Mobilization,
Bonds, Insurance, Overhead
and Profit 15% ................................$161,500
Design and Construction
Contingency 10% ............................$123,900

COST ESTIMATE
The budget estimates presented in this report have
been broken down for the recommendations listed
for each option. These estimates, which are based on
current construction costs, should be considered
preliminary and should not be used for sensitive
budgeting. All estimating was performed using
historical and market trends to establish unit pricing.
These estimates have been generated by various
sources and may not reflect the actual conditions at
the time of construction. These budget estimates do
not include additional engineering evaluation or
design services, construction administration services,
or permitting costs. These budget estimates also do
not include soft costs associated with Dunning’s
project management, site supervision, designer fee’s
or site renovations associated with the site logistics.
The line items within the estimate include a tenpercent (10%) design and construction contingency,
as a defined scope has not been determined, as well
as to account for potential unforeseen conditions
that may be encountered. Framingham may want to
budget the recommended work as follows:

Total Estimated Cost**: ..……...................$1,362,000
**Please note that 0-3 years repairs include
approximately $42,000 of glazing repairs which could
be saved if window replacement is prioritized.
Recommended Repairs: 5-10 Years*
No Repairs Recommended

*Please note that these budgets are based upon
2019 construction prices and escalation for delayed
construction should be considered.

Recommended Repairs: 0-3 Years*
Masonry and Sealant Repairs
Material and Labor Subtotal ........................ $104,200
General Conditions, Mobilization,
Bonds, Insurance, Overhead
and Profit 15% .................................. $15,700
Design and Construction
Contingency 10% .............................. $12,000
Total Estimated Cost: ..……. ........................ $131,900

I:\834180\01 Evaluation\report\Dunning Elementary School\834180 Dunning Report 2018 0828.docx

6

Tab 6

Name of School

Charlotte Dunning Elementary School

Massachusetts School Building Authority
School District Framingham
District Contact Dr. Robert Tremblay TEL: (508) 626-9117
Name of School Charlotte Dunning Elementary School
Submission Date 03/18/2022

SOI CERTIFICATION
To be eligible to submit a Statement of Interest (SOI), a district must certify the following:


































































The district hereby acknowledges and agrees that this SOI is NOT an application for funding and that submission of this SOI in
no way commits the MSBA to accept an application, approve an application, provide a grant or any other type of funding, or
places any other obligation on the MSBA.
The district hereby acknowledges that no district shall have any entitlement to funds from the MSBA, pursuant to M.G.L. c. 70B
or the provisions of 963 CMR 2.00.
The district hereby acknowledges that the provisions of 963 CMR 2.00 shall apply to the district and all projects for which the
district is seeking and/or receiving funds for a portion of a municipally-owned or regionally-owned school facility from the
MSBA pursuant to M.G.L. c. 70B.
The district hereby acknowledges that this SOI is for one existing municipally-owned or regionally-owned public school facility
in the district that is currently used or will be used to educate public PreK-12 students.
After the district completes and submits this SOI electronically, the district must sign the required certifications and submit one
signed hard copy of the SOI to the MSBA, with all of the required documentation described under the "Vote" tab, on or before
the deadline.
The district will schedule and hold a meeting at which the School Committee voted, using the specific language contained in the
"Vote" tab, to authorize the submission of this SOI.
The district will schedule and hold a meeting at which the City Council/Board of Aldermen, Board of Selectmen/equivalent
governing body voted, using the specific language contained in the "Vote" tab, to authorize the submission of this SOI.
On or before the SOI deadline, the district will submit the minutes of the meeting at which the School Committee votes to
authorize the Superintendent to submit this SOI. The MSBA's vote template, which contains specific reference to the school and
the priorities for which the SOI is being submitted, will be used, and the minutes will be signed by the Chair.
The district has arranged with the City/Town Clerk to certify the vote of the City Council/Board of Aldermen or Board of
Selectmen/equivalent governing body to authorize the Superintendent to submit this SOI. The district will use the MSBA's vote
template and submit the full text of this vote, which will specifically reference the school and the priorities for which the SOI is
being submitted, to the MSBA on or before the SOI deadline.
The district hereby acknowledges that this SOI submission will not be complete until the MSBA has received all of the required
vote documentation and certification signatures in a format acceptable to the MSBA.

Massachusetts School Building Authority
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Statement of Interest

Name of School

Charlotte Dunning Elementary School

LOCAL CHIEF EXECUTIVE OFFICER/DISTRICT SUPERINTENDENT/SCHOOL COMMITTEE CHAIR
(E.g., Mayor, Town Manager, Board of Selectmen)
Chief Executive Officer

School Committee Chair

Charlie Sisitsky, Mayor
(print name)

Priscila Sousa, Chair
(print name)

Superintendent of Schools
Dr. Robert A. Tremblay, Superintendent
(print name)

___________________________ _________________________ _________________________
(signature)
(signature)
(signature)
Date
Date
Date
_______________________________________________________________________________

Massachusetts School Building Authority
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Statement of Interest

Name of School

Charlotte Dunning Elementary School

Massachusetts School Building Authority
School District Framingham
District Contact Dr. Robert Tremblay TEL: (508) 626-9117
Name of School Charlotte Dunning Elementary
School Submission Date 03/18/2022
Note
The following Priorities have been included in the Statement of Interest:
1.  Replacement or renovation of a building which is structurally unsound or otherwise in a condition seriously jeopardizing the
health and safety of school children, where no alternative exists.
2.  Elimination of existing severe overcrowding.
3.  Prevention of the loss of accreditation.
4.
5.  Prevention of severe overcrowding expected to result from increased enrollments.
X Replacement, renovation or modernization of school facility systems, such as roofs, windows, boilers, heating and

ventilation systems, to increase energy conservation and decrease energy related costs in a school facility.
6.  Short term enrollment growth.
7.  Replacement of or addition to obsolete buildings in order to provide for a full range of programs consistent with state
and approved local requirements.
8.  Transition from court-ordered and approved racial balance school districts to walk-to, so-called, or other school
districts.
SOI Vote Requirement:
I acknowledge that I have reviewed the MSBA’s vote requirements for submitting an SOI which are set forth in the Vote
Tab of this SOI. I understand that the MSBA requires votes from specific parties/governing bodies, in a specific format
using the language provided by the MSBA. Further, I understand that the MSBA requires certified and signed vote
documentation to be submitted with the SOI. I acknowledge that my SOI will not be considered complete and, therefore,
will not be reviewed by the MSBA unless the required accompanying vote documentation is submitted to the satisfaction
of the MSBA.
Potential Project Scope:

Accelerated Repair Program - Roof Replacement

Is this SOI the District Priority SOI?
School name of the District Priority SOI:

YES
Charlotte Dunning Elementary School

Is this part of a larger facilities plan? YES
If "YES", please provide the following:
Facilities Plan Date:
December 14, 2014
Planning Firm: Self Performed

Massachusetts School Building Authority
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Statement of Interest

Name of School

Charlotte Dunning ElementarySchool

Please provide an overview of the plan including as much detail as necessary to describe the plan, its goals and how
the school facility that is the subject of this SOI fits into that plan:

The Framingham Public School District is comprised of 17 Buildings (approximately 1.7 million square feet): 1 preschool;
9 elementary schools; 3 middle schools; 1 high school; 1 alternative high school; 1 building currently co-occupied by Mass
Bay Community College, and 1 building that supports district transportation. The District anticipates a major capital project
involving major renovation and/or replacement of a school building at approximate 3 year intervals that would allow for a
50 year building life cycle between major capital projects. In addition, the District anticipates $4,000,000-$5,000,000 in
annual District-wide capital maintenance projects funding (roofs, boilers, generators, HVAC, etc.). The District's facilities
management maintenance plan is focused on providing structurally sound, energy efficient, educational goal oriented
facilities for the anticipated school age population. The Charlotte Dunning Elementary School is part of this facilities plan.
Specifically, the age and overall condition of the roof raises the priority for this project to the top of our District-wide longterm capital replacement plan for roofs, driving the need for this application.
Please provide the current student to teacher ratios at the school facility that is the subject of this SOI: 12.2 students
per teacher
Please provide the originally planned student to teacher ratios at the school facility that is the subject of this SOI:
20 students per teacher
If "YES", please describe in detail, including specific examples of the overcrowding.
NO
Is there overcrowding at the school facility?
Has the district had any recent teacher layoffs or reductions? NO
If "YES", how many teaching positions were affected? N/A
At which schools in the district? N/A
Please describe the types of teacher positions that were eliminated (e.g., art, math, science, physical
education, etc.).
N/A
Has the district had any recent staff layoffs or reductions?

NO

If "YES", how many staff positions were affected? N/A
At which schools in the district? N/A
Please describe the types of staff positions that were eliminated (e.g., guidance, administrative, maintenance, etc.).
Please provide a description of the program modifications as a consequence of these teacher and/or
staff reductions,including the impact on district class sizes and curriculum.
Does Not Apply
Please provide a description of the local budget approval process for a potential capital project with the MSBA.
Include schedule information (i.e. Town Meeting dates, city council/town council meetings dates, regional school
committee meeting dates). Provide, if applicable, the District’s most recent budget approval process that resulted in
a budget reduction and the impact of the reduction to the school district (staff reductions, discontinued programs,
consolidation of facilities).
This capital project funding request was submitted to the School Committee in November of 2021, where it received
unanimous support. It then proceeded through reviews and recommendations by the Chief Financial Officer, and former
Mayor, and will move to the City Council for formal review and potential approvals in May of 2022. The FY23 budget is
anticipated to be approved in May. The FY22 budget went through the same process, had no reductions and had no
adverse impact on buildings, education programs, or class sizes.

Massachusetts School Building Authority
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Statement of Interest

Name of School

Charlotte Dunning Elementary School

General Description
BRIEF BUILDING HISTORY: Please provide a detailed description of when the original building was built, and the
date(s) and project scopes(s) of any additions and renovations (maximum of 5000 characters).
The Charlotte Dunning Elementary School was constructed in 1965 using a replicated design plan from the Hemenway School
that was built four years earlier in 1961. Located at 48 Frost Street, the Dunning School building contains 61,500 square feet and
is situated on 22.16 acres of land. The grounds contain two separate playgrounds, a softball field and a lacrosse/soccer/football
field with a walking track. The parking lot houses 129 vehicle-parking stalls.
The building is a single-story and is rectangular in shape. There are three classroom wings, an administration and café wing and
an enclosed courtyard. There is one chair lift at the stage for handicap access as required by ADA. Dunning has 24 general
classrooms, with a design capacity of 580 students.
The roof was replaced in 1996 and has a twenty-year life expectancy. The heating system was converted from oil to natural gas,
with new boilers and gas burners installed in 2001. There is no central cooling system within the building. There are several
window unit or split cooling systems in the administrative offices and cafe. A new emergency back-up generator was installed in
2009.
The building is in good general condition and has received replacement walkways and sidewalks in compliance with ADA
mandates funded by capital expenditure. Additionally, the paving and stormwater management systems located in the parking and
driveway areas have been replaced.
Current Enrollment is 435
TOTAL BUILDING SQUARE FOOTAGE: Please provide the original building square footage PLUS the square
footage of any additions.
61,500
SITE DESCRIPTION: Please provide a detailed description of the current site and any known
existing conditions that would impact a potential project at the site (maximum of 5000 characters).
The Dunning School is located about 30 miles west of Boston. It serves just under 500 students from Kindergarten through
Grade five. The school is situated 100 yards from Frost Street, at the top of a circular drive nestled behind its very own
Nature Trail that was built in 2001 as an Eagle Leadership project.
The courtyard in the center of the school building is a great place for activities and learning each season. Summer programs
are held in the morning and afternoons in this space.
Some of these activities may impact the potential project depending on the time line.
BUILDING ENVELOPE: Please provide a detailed description of the building envelope, types of
construction materials used, and any known problems or existing conditions (maximum of 5000 characters).
The single-story building is constructed with a combination of concrete masonry units (CMU) and brick masonry. The
school has approximately 9,500 sq. ft. of 4 ft. wide aluminum storefront and punched windows with single pane glazing.
Dunning also has 28 hollow metal single or double access doors, some with sidelights and transoms. Expansion joints are
dispersed throughout the building at random intervals, and are constructed with silicone. The perimeter sealant at windows
and doors are silicone as well.
The brick masonry is in fair condition overall. Step cracking and deteriorated mortar has occurred throughout the brick
walls. Sealant at doors and windows is failing, and the paint along the plywood soffit panels are peeling. In addition, stress
cracking was observed throughout the building’s concrete foundation and oil canning throughout the building’s sheet metal
roof edge and fascia.
Massachusetts School Building Authority
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Statement of Interest

Name of School

Charlotte Dunning Elementary School

Has there been a Major Repair or Replacement of the EXTERIOR WALLS ? NO
Year of Last Major Repair or Replacement: N/A
Description of Last Major Repair or Replacement: N/A
Has there been a Major Repair or Replacement of the ROOF? YES
Year of Last Major Repair or Replacement: 1996
Type Of ROOF: 4-Ply built up TREMCO System
Description of Last Major Repair or Replacement: 2018
The roof was repaired in 2018 with a 5 year warranty extension which expires in 2023
Has there been a Major Repair or Replacement of the WINDOWS? NO
Year of Last Major Repair or Replacement: N/A
Type Of WINDOWS: Single pane glass
Description of Last Major Repair or Replacement: Original to construction
MECHANICAL and ELECTRICAL SYSTEMS: Please provide a detailed description of the current mechanical
and electrical systems and any known problems or existing conditions (maximum of 5000 characters).
The heating system was converted from oil to natural gas and new boilers and gas burners were installed in 2001.
There is no central cooling within the building. There are several window unit or split cooling systems in the
administrative offices. A new emergency back-up generator was installed in 2009.
Has there been a Major Repair or Replacement of the BOILERS? YES
Year of Last Major Repair or Replacement: 2001
Description of Last Major Repair or Replacement: new boilers and gas burners were installed
The heating system was converted from oil to natural gas and new boilers and gas burners were installed in 2001.
Has there been a Major Repair or Replacement of the HVAC SYSTEM ? NO
Year of Last Major Repair or Replacement: N/A
Description of Last Major Repair or Replacement: N/A
Has there been a Major Repair or Replacement of the ELECTRICAL SERVICES AND
DISTRIBUTION SYSTEM? NO
Year of Last Major Repair or Replacement: Original to construction
Description of Last Major Repair or Replacement: N/A
BUILDING INTERIOR: Please provide a detailed description of the current building interior including a
description of the flooring systems, finishes, ceilings, lighting, etc. (maximum of 5000 characters).
The interiors are, like the exterior, primarily original to the building. Most of the interiors,are in good condition.
Select rooms have fire retardant, hypoallergenic carpet approved for school use. The building does not have a fire
suppression system. Additionally, asbestos removal has occurred at numerous locations throughout the building
over many years.

Massachusetts School Building Authority

6

Statement of Interest

Name of School

Charlotte Dunning Elementary School

PROGRAMS and OPERATIONS: Please provide a detailed description of the current programs offered and indicate
whether there are program components that cannot be offered due to facility constraints, operational constraints, etc.
(maximum of 5000 characters).
Community Resource Daycare programs operate Monday thru Friday, 7:00 am to 9:15 am (before school) and 3:30 am to
6:00 pm (after school). Summer programs for 2022 may be limited according to space availability due to the COVID
guidelines and scheduled Maintenance and construction projects. The gym is also rented external sports groups.
CAPACITY and UTILIZATION: Please provide a detailed description of the current capacity and utilization of the
school facility. If the school is overcrowded, please describe steps taken by the administration to address capacity
issues. Please also describe in detail any spaces that have been converted from their intended use to be used as
classroom space (maximum of 5000 characters).
The Charlotte Dunning Elementary School has a design capacity of 580 students. Current enrollment at the school is 435
students.

Massachusetts School Building Authority
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Statement of Interest

Name of School

-Charlotte Dunning Elementary School

MAINTENANCE and CAPITAL REPAIR: Please provide a detailed description of the district’s current maintenance
practices, its capital repair program, and the maintenance program in place at the facility that is the subject of this SOI.
Please include specific examples of capital repair projects undertaken in the past, including any override or debt
exclusion votes that were necessary (maximum of 5000 characters).
The School Building and Grounds department employs 72 custodians, 10 maintenance personnel, 4 office support staff, a
maintenance foreman, custodial service manager, an assistant director and director.
Department objectives are as follows:
Adhere to safety and health standards, provide cleaning and maintenance inside and outside of building structures, ensure
security of buildings, plan for and monitor efficient use of buildings, and provide year-round maintenance of grounds.
It is important to note that a long-term, 20-year capital facilities improvement program is utilized in planning for the future
needs throughout the District. Additionally, the District has been supported in its efforts to maintain and upgrade all of our
buildings through the City's capital budget process and various funding allocations. For FY23, we submit capital project
funding requests in accordance with the long range plan, submitting requests for projects that are the top priority for the
District. Those projects for FY23 include: roof replacements at multiple schools; exterior envelope repairs; paving and
stormwater repairs and replacements; HVAC upgrades and installation; accessibility improvements; and security
improvements district-wide that will allow the District to continue to maintain and upgrade our buildings.
The building is in good general condition and has received replacement walkways and sidewalks in compliance with ADA
mandates funded by capital expenditure. The paving and stormwater in the parking and driveway areas have been replaced. At
this time, the roof is in need of full replacement as it has exceed its life expectancy, and sustains numerous leaks throughout
the year. These leaks have led to interior damage, including architectural finishes.
EDUCATIONAL SPACES: Please provide a detailed description of the Educational Spaces within the facility, a
description of the number and sizes (in square feet) of classrooms, a description of science rooms/labs including ages
and most recent updates, a description of the cafeteria, gym and/or auditorium and a description of the media center/
library (maximum of 5000 characters).
The Dunning Elementary School is a single-story building containing a total of 61,500 square foot. It houses grades K-5, and
has a 4,660 square foot cafetorium, with a seating capacity of 235. Dunning also contains a 5,126 square foot gymnasium
with a maximum capacity of 592; a library; multiple bathrooms; and approximately 19,900 square feet of classroom space.
There have been no major updates to any interior spaces.

Massachusetts School Building Authority
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Statement of Interest

Name of School

Charlotte Dunning Elementary School

Priority 5
Please provide a detailed description of the issues surrounding the school facility systems (e.g., roof, windows,
boilers, HVAC system, and/or electrical service and distribution system) that you are indicating require repair or
replacement. Please describe all deficiencies to all systems in sufficient detail to explain the problem.
Roof:The roof was repaired in 2018 with an extended 5 year warranty that expires in 2023. Visually, roofing appears to show
leaks in numerous locations that have contributed to the premature deterioration of architectural finished throughout the building.
Although the major leaks have been repaired, there are still ongoing leaks that occur throughout the building.
Windows:The frame and glazing systems lack adequate air and moisture protection due to failed sealants and glazing
components and cannot resist thermal transfer through the conductive metal due to the lack of a thermal break. Similarly,
the single pane glazing’s offer little resistance to thermal transfer, or control of solar gains and visible light.
Therefore, due to the poor thermal performance of the frames, it has been recommended that these systems be replaced within
the next 3 - 5 years.
Doorfront: The existing aluminum storefront entrance framing and the existing hollow metal entrance framing lack
adequate air and moisture protection due to failed sealants and glazing components and cannot resist thermal transfer
through the conductive metal due to the lack of a thermal break. Similar to the windows, the single pane glazing offers
little resistance to thermal transfer, or control of solar gains and visible light. Therefore, due to the poor thermal
performance of the frames and glazing components, replacement of all storefront and hollow metal entrances may also be
considered to occur within the next 3 - 5 years when the window renovations are performed, as it may be more cost
effective to perform the window renovations at the same time.
Boilers, HVAC System, and/or Electric Service and Distribution System: The boilers were replaced in 2001, and are in good
working conditions. We have recently completed an indoor air quality assessment study, and are considering multiple options to
improve indoor air quality. We have installed portable air conditioning units in a number of spaces and will continue installations
where possible. Additionally, air purifiers have been installed in every room. We believe the existing electrical service will
support added air conditioning units and air purifiers.
Priority 5
describe the measures the district has already taken to mitigate the problem/issues described in Question 1 above.
_Please
_______________________________________________________________________________________________________
The roof was repaired in 2018 with an extended 5 year warranty that expires in 2023.
The District is under contract with TREMCO Roofing for repair. Their analysis of the roof indicates total replacement in the
near term is required.
The FPS district is undertaking exterior envelope repair design with Gale Associates, and has placed the project out to bid. It
is anticipated that the project will commence in June of 2022, with final work finishing in August of 2022.
The boilers were replaced in 2001, and are in good working conditions. We have recently completed an indoor air quality
assessment study, and are considering multiple options to improve indoor air quality. We have installed portable air
conditioning units in a number of spaces and will continue installations where possible. Additionally, air purifiers have been
installed in every room. We believe the existing electrical service will support added air conditioning units and air purifiers.

Massachusetts School Building Authority
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Statement of Interest

Name of School

Charlotte Dunning Elementary School

Priority 5
Please provide a detailed explanation of the impact of the problem/issues described in Question 1 above on your
district’s educational program. Please include specific examples of how the problem prevents the district from
delivering the educational program it is required to deliver and how students and/or teachers are directly affected by
the problem identified.
There are concerns leaking will lead to mold issues within the building. When severe weather events occur, there are numerous
locations throughout the building that leak. This impacts classroom spaces, gym areas, cafeteria space, etc. which has a negative
impact on delivering educational programs uninterrupted.

Please also provide the following:
Have the systems identified above been examined by an engineer or other trained building professional?: YES
If "YES", please provide, the name of the individual and his/her professional affiliation:
TREMCO Roofing, Geoffrey Davis, Senior Field Advisor
The date of the inspection:
08/15/2018
A summary of the findings: Their analysis of the roof indicates total replacement in the near term is required. The
roof was repaired in 2018 with an extended 5 year warranty that expires in 2023. Periodic roof condition surveys
have been completed as well to address leaking and roof damage issues.
Gale Associates, Inc, Brian Neeley, Senior Field Advisor
The date of the inspection:: 09/07/2018
A summary of the findings: Their recommendation is within the next 3-5 years total replacement of windows and
doors. (see attached report)

Massachusetts School Building Authority
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Statement of Interest

Name of School

Charlotte Dunning Elementary School

Vote
Vote of Municipal Governing Body YES: NO: Date:
Vote of School Committee YES: NO: Date:
Vote of Regional School Committee YES: NO: Date:

Massachusetts School Building Authority
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Statement of Interest

Name of School

Charlotte Dunning Elementary School

Required Form of Vote
The following Form of vote should be used by both the City Council/Board of Aldermen, Board of Selectmen/equivalent
governing body AND the School Committee in voting to approve this Statement of Interest.
If a regional school district, the regional school committee should use the following Form of vote.

Resolved: Having convened in an open meeting on ___________________, prior to the SOI submission closing date,
_________________________________________________________________ [City Council/Board of Aldermen,
Board of Selectmen/Equivalent Governing Body, School Committee] ___________________________[City/Town/
School District], in accordance with its charter, by-laws, and ordinances, has voted to authorize the Superintendent to
submit to the Massachusetts School Building Authority the Statement of Interest dated _____________ for the Charlotte
Dunning Elementary School located at 48 Frost Street Framingham, MA 01702 which describes and explains the
____________
following deficiencies and priority category(s) for which the City
of Framingham be invited to apply to the Massachusetts
School Building Authority in the
future:_______________________________________________________________________________________
____________________________________________________________________________________________
________________________________________________________[Insert a description of the priority(s) checked off
on the Statement of Interest and a brief description of the deficiency described therein for each priority]; and hereby
further specifically acknowledges that by submitting this Statement of Interest, the Massachusetts School Building
Authority in no way guarantees the acceptance or the approval of an application, the awarding of a grant or any other
funding commitment from the Massachusetts School Building Authority, or commits the City of Framingham to filing an
application for funding with the Massachusetts School Building Authority.

Massachusetts School Building Authority
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Statement of Interest

Name of School

Charlotte Dunning Elementary School

CERTIFICATIONS
The undersigned hereby certifies that, to the best of his/her knowledge, information and belief, the statements and information
contained in this statement of Interest and attached hereto are true and accurate and that this Statement of Interest has been
prepared under the direction of the district school committee and the undersigned is duly authorized to submit this Statement of
Interest to the Massachusetts School Building Authority. The undersigned also hereby acknowledges and agrees to provide
the Massachusetts School Building Authority, upon request by the Authority, any additional information relating to this
Statement of Interest that may be required by the Authority.
LOCAL CHIEF EXECUTIVE OFFICER/DISTRICT SUPERINTENDENT/SCHOOL COMMITTEE CHAIR
(E.g., Mayor, Town Manager, Board of Selectmen)

Chief Executive Office

School Committee Chair

Superintendent of Schools

Charlie Sisitsky, Mayor
(print name)

Priscila Sousa, Chair
(print name)

Dr. Robert Tremblay, Superintendent
(print name)

(signature)

(signature)

(signature)

Date

Date

Date

Massachusetts School Building Authority
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Statement of Interest

CITY COUNCIL
REQUIRED FORM OF VOTE TO SUBMIT A STATEMENT OF INTEREST

FORM OF VOTE
Resolved: Having convened in an open meeting on March 15, 2022 the City Council of
Framingham, in accordance with its charter, by-laws, and ordinances, voted to authorize the
Superintendent to submit to the Massachusetts School Building Authority the Statement of
Interest Form dated March 15, 2022 for the Charlotte Dunning Elementary School located at
48 Frost Street, Framingham, MA 01701 which describes and explains the following
deficiencies and the priority category(s) for which an application may be submitted to the
Massachusetts School Building Authority in the future:
● The roof was repaired in 2018 with an extended 5 year warranty that expires in 2023.
Visually, roofing appears to show leaks in numerous locations that have contributed to
the premature deterioration of architectural finished throughout the building. Although
the major leaks have been repaired, there are still ongoing leaks that occur throughout
the building.
and hereby further specifically acknowledges that by submitting this Statement of Interest
Form, the Massachusetts School Building Authority in no way guarantees the acceptance or
the approval of an application, the awarding of a grant or any other funding commitment from
the Massachusetts School Building Authority, or commits the City/Town/Regional School
District to filing an application for funding with the Massachusetts School Building Authority.
Chief Executive Officer*
___________________
Charlie Sisitsky, Mayor

SCHOOL COMMITTEE
REQUIRED FORM OF VOTE TO SUBMIT A STATEMENT OF INTEREST
FORM OF VOTE
Resolved: Having convened in an open meeting on March 2, 2022 prior to the SOI submission closing
date, the City of Framingham School Committee, in accordance with its charter, by-laws, and
ordinances, has voted to authorize the Superintendent to submit to the Massachusetts School Building
Authority the Statement of Interest Form dated March 2, 2022 for the Charlotte Dunning Elementary
School located at 48 Frost Street, Framingham, MA 01701 which describes and explains the following
deficiencies and the priority category(s) for which an application may be submitted to the Massachusetts
School Building Authority in the future:


The roof was repaired in 2018 with an extended 5 year warranty that expires in 2023. Visually,
roofing appears to show leaks in numerous locations that have contributed to the premature
deterioration of architectural finished throughout the building. Although the major leaks have
been repaired, there are still ongoing leaks that occur throughout the building.

and hereby further specifically acknowledges that by submitting this Statement of Interest Form, the
Massachusetts School Building Authority in no way guarantees the acceptance or the approval of an
application, the awarding of a grant or any other funding commitment from the Massachusetts School
Building Authority, or commits the City/Town/Regional School District to filing an application for
funding with the Massachusetts School Building Authority.
School Committee Chairman*
______________________
Priscila Sousa, Chair

SCHOOL COMMITTEE
REQUIRED FORM OF VOTE TO SUBMIT A STATEMENT OF INTEREST

FORM OF VOTE
Resolved: Having convened in an open meeting on March 02, 2022 prior to the SOI
submission closing date, the City of Framingham School Committee, in accordance with its
charter, by-laws, and ordinances, has voted to authorize the Superintendent to submit to the
Massachusetts School Building Authority the Statement of Interest Form dated March 02,
2022 for the Charlotte Dunning Elementary School located at 48 Frost Street, Framingham,
MA 01701 which describes and explains the following deficiencies and the priority category(s)
for which an application may be submitted to the Massachusetts School Building Authority in
the future:
● The roof was repaired in 2018 with an extended 5 year warranty that expires in 2023.
Visually, roofing appears to show leaks in numerous locations that have contributed to
the premature deterioration of architectural finished throughout the building. Although
the major leaks have been repaired, there are still ongoing leaks that occur throughout
the building.
and hereby further specifically acknowledges that by submitting this Statement of Interest
Form, the Massachusetts School Building Authority in no way guarantees the acceptance or
the approval of an application, the awarding of a grant or any other funding commitment from
the Massachusetts School Building Authority, or commits the City/Town/Regional School
District to filing an application for funding with the Massachusetts School Building Authority.

CERTIFICATIONS
The undersigned hereby certifies that, to the best of his/her knowledge, information and belief,
the statements and information contained in this statement of Interest and attached hereto are
true
and accurate and that this Statement of Interest has been prepared under the direction of the
district school committee and the undersigned is duly authorized to submit this Statement of
Interest to the Massachusetts School Building Authority. The undersigned also hereby
acknowledges
and agrees to provide the Massachusetts School Building Authority, upon request by the
Authority,
any additional information relating to this Statement of Interest that may be required by the
Authority.

Chief Executive Officer *
Charlie Sisitsky, Mayor

School Committee Chair

Superintendent of Schools

Priscila Sousa, Chair Dr. Robert Tremblay, Superintendent

_________________________________________________________________________
(Signature)
(Signature)
(Signature)
_________________________________________________________________________
Date
Date
Date

* Local Chief Executive Officer: In a city or town with a manager form of government, the manager of the
municipality; in other cities, the mayor; and in other towns, the board of selectmen unless, in a city or town,
some other municipal office is designated to the chief executive office under the provisions of a local
charter. Please note, in districts where the Superintendent is also the Local Chief Executive Officer, it is
required for the same person to sign the Statement of Interest Certifications twice. Please do not
leave any signature lines blank.

3. Potter Road Elementary School – Documents
with photos of the school both from a ground
view and an aerial view.

BUILDING EXTERIOR EVALUATION
POTTER ROAD ELEMENTARY SCHOOL
492 POTTER STREET
FRAMINGHAM, MA 01701
GENERAL BUILDING INFORMATION
Potter Road Elementary School (Potter Road) is
reported to have been constructed in 1966. The twostory building is constructed with a backup wall of
concrete masonry units (CMU) and brick masonry
veneer. Potter Road is an elementary school housing
grades K through 5, and contains a cafetorium,
kitchen, gymnasium, library, bathrooms, and
assorted classrooms and offices.
Gale reviewed the building which is reported to be
approximately 63,600 sq. ft. in area. Potter Road is
rectangular in shape with a courtyard in the center.
The main two story building consists of brick veneer
walls with vertically aligned windows with decorative
masonry infill panels and a metal fascia band. The
one story building consists of storefront assemblies
and brick masonry veneer wall sections with a wood
fascia band. The school has approximately 9,000 sq.
ft. of aluminum framed storefront and punched
windows with single pane glazing. Potter Road also
has 24 storefront and hollow metal single or double
access doors, some with transoms. Expansion joints
are dispersed at random intervals throughout the
building and appear to be constructed with silicone
sealant. The perimeter sealant at windows and doors
also appears to be silicone.

Figure 1: Partial view of the North Elevation.

Figure 2: Partial view of the West Elevation.

REVIEW OF EXISTING DOCUMENTS
To assist Gale in performing the evaluation of Potter
Road Elementary School, representatives from
Framingham Public Schools provided Gale with the
following documents and drawings:
1. Potter Road Elementary School – Information
sheets including contact information, building
information, utility information, building
features and transportation.
2. Potter Road Elementary School – Floor plans
designed by Be Safe Technologies, Inc. The floor
plans provided room and door numbers.

Figure 3: Partial view of the East Elevation.
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EXISTING EXTERIOR CONDITIONS
Gale performed a visual evaluation of the building’s
existing exterior cladding, doors, windows and
associated components. The brick masonry is in fair
to poor condition overall, with deteriorated mortar
observed throughout the building. Sealant at doors
and windows has typically failed. Louvers were
reported to be leaking in multiple locations
throughout the building.
Exterior Observations:
1. The existing window systems are non-thermally
broken anodized aluminum framed storefront
and punched windows with single pane glazing.

Figure 4: View of deteriorated mortar.

2. Window glazing throughout the building is clear
or translucent glass. Glazing appears to be in fair
condition overall. In some locations, original
glass has been replaced with plexiglass.
3. The anodized aluminum frames are in
satisfactory condition with minimal damage or
aging noted on the exterior.
4. The existing door systems are approximately 3
foot wide, 7 foot tall storefront and hollow metal
single or double doors. Some hollow metal doors
have transoms. Doors appear to be in fair to poor
condition overall.

Figure 5: View of failed door perimeter sealant.

5. Approximately 550 square feet of deteriorated
mortar was observed throughout the building
(Fig. 4).
6. Approximately 650 linear feet of window, door,
and louver perimeter sealant has failed or is
nonexistent. This is evident by cracking (cohesive
failure) and dry, hard texture which has debonded from the brick masonry (adhesive
failure) (Fig. 5).
7. Approximately 10 square feet of spalled
concrete was observed on the west elevation
(Fig. 6).
Figure 6: View of spalled concrete.
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Typically, aluminum window systems have a service
life of approximately 20 to 30 years depending on the
type of system, frequency of use, maintenance and
exposure to weather. Gale could not locate a
manufacturer’s date stamp on the window frames or
glass components and therefore the age of the
existing windows is unknown. However, it does
appear that the windows are original to the building
and are nearing the end of their useful service life.

8. Approximately 50 square feet of staining was
observed on the metal fascia band on the west
elevation (Fig. 7).

In general, the frame and glazing systems lack
adequate air and moisture protection due to failed
sealants and glazing components and cannot resist
thermal transfer through the conductive metal due
to the lack of a thermal break. Similarly, the single
pane glazing’s offer little resistance to thermal
transfer, or control of solar gains and visible light.
Therefore, due to the poor thermal performance of
the frames, it is recommended that these systems be
replaced within the next 3 - 5 years.

Figure 7: View of stained metal fascia.

DISCUSSION AND RECOMMENDATIONS

Entrances:

Gale has evaluated the windows, exterior doors and
cladding at Potter Road in an effort to provide
Framingham with a better understanding of their
current condition and serviceability.

The existing aluminum storefront entrance framing
and the existing hollow metal entrance framing
appear to be in fair to poor condition. The entrance
framing lacks adequate air and moisture protection
due to failed sealants and glazing components and
cannot resist thermal transfer through the
conductive metal due to the lack of a thermal break.
Similar to the windows, the single pane glazing offers
little resistance to thermal transfer, or control of
solar gains and visible light. Therefore, due to the
poor thermal performance of the frames and glazing
components, replacement of all storefront and
hollow metal entrances may also be considered to
occur within the next 3 - 5 years when the window
renovations are performed, as it may be more cost
effective to perform the window renovations under
the same contract.

Please note the following exclusions:
x
x

Hazardous materials testing was not
conducted as part of this building evaluation.
Door and window operation was not
reviewed as part of this building evaluation,
only exterior visual observations of the
doors and windows have been included.

Windows:
Based on Gale’s visual observations of the window
systems, it is our opinion that the existing aluminum
framed windows are thermally inefficient and in
poor condition. The aluminum window units are
single glazed and do not have thermally broken
frames or sashes. In addition, the noted deficiencies
of the units are likely to allow air and moisture
infiltration into the building.

Exterior Wall Cladding:
Based on Gale’s visual observations of the brick
masonry wall cladding systems, it is our opinion that
the brick masonry is generally in fair condition, there
are several deficient conditions such as deteriorated
mortar conditions, that could allow the passage of
moisture into the cavity wall.
3

Based on Gale’s visual observations of the concrete
foundation wall systems, it is our opinion that the
concrete foundation is generally in fair condition,
there are several deficient conditions such as spalled
concrete and exposed steel reinforcement
conditions, that could allow the passage of moisture
into the cavity wall.

design services, construction administration services,
or permitting costs. These budget estimates also do
not include soft costs associated with Potter Road’s
project management, site supervision, designer fee’s
or site renovations associated with the site logistics.
The line items within the estimate include a tenpercent (10%) design and construction contingency,
as a defined scope has not been determined, as well
as to account for potential unforeseen conditions
that may be encountered. Framingham may want to
budget the recommended work as follows:

Deteriorated mortar joints and spalled concrete are
a potential source of moisture infiltration. Long
exposures to moisture may accelerate deterioration
of the brick, mortar, and concrete and can pose a
concern of a freeze/thaw cycle. Note that spot
repointing to address sections of deteriorated
mortar joints may provide a “spotty” appearance to
the wall surface.

Recommended Repairs: 0-3 Years*
No Repairs Recommended
Recommended Repairs: 3-5 Years*
Window and Doors Replacement, Masonry, Sealant,
Concrete and Miscellaneous Repairs
Material and Labor Subtotal .....................$1,064,600
General Conditions, Mobilization,
Bonds, Insurance, Overhead
and Profit 15% ................................$159,700
Design and Construction
Contingency 10% ............................$122,500

Based on the current condition of the brick masonry
wall system and concrete foundation wall, it is
recommended the previously noted deficiencies be
repaired within the next 3 – 5 years when the
window renovations are performed, as it may be
more cost effective to perform the window
renovations under the same contract.
The System Narratives section outlines various
window and door replacement options, as well as
cladding renovation options. For Potter Road Gale
recommends that the window and entrance door
systems replaced with aluminum, thermally broken
frames and insulated glazing units for improved
performance.

Total Estimated Cost: ..…….......................$1,346,800
Recommended Repairs: 5-10 Years*
No Repairs Recommended

*Please note that these budgets are based upon
2019 construction prices and escalation for delayed
construction should be considered.

COST ESTIMATE
The budget estimates presented in this report have
been broken down for the recommendations listed
for each option. These estimates, which are based on
current construction costs, should be considered
preliminary and should not be used for sensitive
budgeting. All estimating was performed using
historical and market trends to establish unit pricing.
These estimates have been generated by various
sources and may not reflect the actual conditions at
the time of construction. These budget estimates do
not include additional engineering evaluation or
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Name of School

Potter Road Elementary School

Massachusetts School Building Authority
School District Framingham
District Contact Dr. Robert A. Tremblay TEL: (508) 626-9117
Name of School Potter Road Elementary School
Submission Date 03/??/2022
SOI CERTIFICATION

To be eligible to submit a Statement of Interest (SOI), a district must certify the following:
The district hereby acknowledges and agrees that this SOI is NOT an application for funding and that submission of this SOI
in no way commits the MSBA to accept an application, approve an application, provide a grant or any other type of funding, or
places any other obligation on the MSBA.
b
c
d
e
f The district hereby acknowledges that no district shall have any entitlement to funds from the MSBA, pursuant to M.G.L. c.
g
70B or the provisions of 963 CMR 2.00.
g
b The district hereby acknowledges that the provisions of 963 CMR 2.00 shall apply to the district and all projects for which the
c
d
e
f
district is seeking and/or receiving funds for a portion of a municipally-owned or regionally-owned school facility from the
MSBA pursuant to M.G.L. c. 70B.
b
c
d
e
g
f

b
c
d
e
f
g

The district hereby acknowledges that this SOI is for one existing municipally-owned or regionally-owned public school facility
in the district that is currently used or will be used to educate public PreK-12 students.

f
b
c
d
e
g

After the district completes and submits this SOI electronically, the district must sign the required certifications and submit one
signed hard copy of the SOI to the MSBA, with all of the required documentation described under the "Vote" tab, on or before the
deadline.

b
c
d
e
f
g

The district will schedule and hold a meeting at which the School Committee voted, using the specific language contained in the
"Vote" tab, to authorize the submission of this SOI.

The district will schedule and hold a meeting at which the City Council/Board of Aldermen, Board of Selectmen/equivalent
governing body voted, using the specific language contained in the "Vote" tab, to authorize the submission of this SOI.
g On or before the SOI deadline, the district will submit the minutes of the meeting at which the School Committee votes to
b
c
d
e
f
authorize the Superintendent to submit this SOI. The MSBA's vote template, which contains specific reference to the school and
the priorities for which the SOI is being submitted, will be used, and the minutes will be signed by the Chair.
b
c
d
e
f
g

c
d
b
e
f
g

The district has arranged with the City/Town Clerk to certify the vote of the City Council/Board of Aldermen or Board
of Selectmen/equivalent governing body to authorize the Superintendent to submit this SOI. The district will use the MSBA's
vote template and submit the full text of this vote, which will specifically reference the school and the priorities for which the
SOI is being submitted, to the MSBA on or before the SOI deadline.

e
b
f
g
c
d

The district hereby acknowledges that this SOI submission will not be complete until the MSBA has received all of the
required vote documentation and certification signatures in a format acceptable to the MSBA.
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Statement of Interest

Name of School

Potter Road Elementary School

LOCAL CHIEF EXECUTIVE OFFICER/DISTRICT SUPERINTENDENT/SCHOOL COMMITTEE CHAIR
(E.g., Mayor, Town Manager, Board of Selectmen)
Chief Executive Officer

School Committee Chair

Charlie Sisitsky, Mayor
(print name)

Priscila Sousa, Chair
(print name)

Superintendent of Schools
Dr. Robert Tremblay, Superintendent
(print name)

___________________________ _________________________ _________________________
(signature)
(signature)
(signature)
Date
Date
Date
_______________________________________________________________________________
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Statement of Interest

Name of School

Potter Road Elementary School

Massachusetts School Building Authority
School District Framingham
District Contact Dr. Robert A. Tremblay TEL: (508) 626-9117
Name of School Potter Road Elementary School
Submission Date 03/??/2022
Note
The following Priorities have been included in the Statement of Interest:
1. g
c Replacement or renovation of a building which is structurally unsound or otherwise in a condition seriously jeopardizing the
d
e
f
health and safety of school children, where no alternative exists.
2. g
c Elimination of existing severe overcrowding.
d
e
f
3. g
c Prevention of the loss of accreditation.
d
e
f
4. g
c Prevention of severe overcrowding expected to result from increased enrollments.
d
e
f
5. f
b
c
d
e
g Replacement, renovation or modernization of school facility systems, such as roofs, windows, boilers, heating and
ventilation systems, to increase energy conservation and decrease energy related costs in a school facility.
6. g
c Short term enrollment growth.
d
e
f
7. g
c Replacement of or addition to obsolete buildings in order to provide for a full range of programs consistent with state
d
e
f
and approved local requirements.
8. f
g Transition from court-ordered and approved racial balance school districts to walk-to, so-called, or other school districts.
c
d
e
SOI Vote Requirement:
I acknowledge that I have reviewed the MSBA’s vote requirements for submitting an SOI which are set forth in the Vote
Tab of this SOI. I understand that the MSBA requires votes from specific parties/governing bodies, in a specific format
using the language provided by the MSBA. Further, I understand that the MSBA requires certified and signed vote
documentation to be submitted with the SOI. I acknowledge that my SOI will not be considered complete and, therefore,
will not be reviewed by the MSBA unless the required accompanying vote documentation is submitted to the satisfaction
of the MSBA.
Potential Projet Scope:

Accelerated Repair Program - Roof Replacement

Is this SOI the District Priority SOI?
School name of the District Priority SOI:

NO
Charlotte Dunning Elementary School

Is this part of a larger facilities plan? YES
If "YES", please provide the following:
Facilities Plan Date:
December 14, 2014
Planning Firm: Self Performed
Massachusetts School Building Authority
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Statement of Interest

Name of School

Potter Road ElementarySchool

Please provide a brief summary of the plan including its goals and how the school facility that is the subject of this SOI
fits into that plan:

The Framingham Public School District is comprised of 17 Buildings (approximately 1.7 million square feet): 1 preschool;
9 elementary schools; 3 middle schools; 1 high school; 1 alternative high school; 1 building currently co-occupied by Mass
Bay Community College, and 1 building that supports district transportation. The District anticipates a major capital project
involving major renovation and/or replacement of a school building at approximate 3 year intervals that would allow for a
50 year building life cycle between major capital projects. In addition, the District anticipates $4,000,000-$5,000,000 in
annual District-wide capital maintenance projects funding (roofs, boilers, generators, HVAC, etc.). The District's facilities
management maintenance plan is focused on providing structurally sound, energy efficient, educational goal oriented
facilities for the anticipated school age population. The Potter Road Elementary School is part of this facilities plan.
Specifically, the age and overall condition of the roof raises the priority for this project to the top of our District-wide longterm capital replacement plan for roofs, driving the need for this application.
Please provide the current student to teacher ratios at the school facility that is the subject of this SOI: 15.1 students per
teacher
Please provide the originally planned student to teacher ratios at the school facility that is the subject of this SOI: 20
students per teacher

If "YES", please describe in detail, including specific examples of the overcrowding.
Is there overcrowding at the school facility?

NO

Has the district had any recent teacher layoffs or reductions? NO
If "YES", how many teaching positions were affected? N/A
At which schools in the district? N/A
Please describe the types of teacher positions that were eliminated (e.g., art, math, science, physical education, etc.).
Has the district had any recent staff layoffs or reductions?

NO

If "YES", how many staff positions were affected?
N/A
At which schools in the district? N/A
Please describe the types of staff positions that were eliminated (e.g., guidance, administrative, maintenance, etc.).
Please provide a description of the program modifications as a consequence of these teacher and/or staff
reductions,including the impact on district class sizes and curriculum.
Not Applicable
Please provide a description of the local budget approval process for a potential capital project with the MSBA.
Include schedule information (i.e. Town Meeting dates, city council/town council meetings dates, regional school
committee meeting dates). Provide, if applicable, the District’s most recent budget approval process that resulted in a
budget reduction and the impact of the reduction to the school district (staff reductions, discontinued programs,
consolidation of facilities).
This capital project funding request was submitted to the School Committee in November of 2021, where it received
unanimous support. It then proceeded through reviews and recommendations by the Chief Financial Officer, and former
Mayor, and will move to the City Council for formal review and potential approvals in May of 2022. The FY23 budget is
anticipated to be approved in May. The FY22 budget went through the same process, had no reductions and had no
adverse impact on buildings, education programs, or class sizes.

Massachusetts School Building Authority
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Name of School

Potter Road Elementary School

General Description
BRIEF BUILDING HISTORY: Please provide a detailed description of when the original building was built, and
the date(s) and project scopes(s) of any additions and renovations (maximum of 5000 characters).
Constructed in1966, Potter Road Elementary School is the elder sister school of Brophy Elementary School that utilized the
same layout design when constructed in 1968. Other than location and age, Potter Road differs from Brophy in that the District
has not installed modular classrooms. Located at 492 Potter Road, the building contains 63,600 square feet of space and is
located on 12.75 acres of land. The grounds contain a playground, baseball field, basketball courts and a multipurpose field. The
parking lot provides spaces for 80 vehicles, including accessible parking spaces.
The building was designed as a two-story facility with a back up wall of concrete masonry units and brick veneer. There are
three classroom wings, an administration and café wing and an enclosed courtyard. This school houses grades K through 5,
contains a cafetorium, kitchen, gymnasium, library, bathrooms, and various classrooms with offices. The building is designed to
support a capacity of 550 students.
The roof was replaced in 1996 and has a twenty-year life expectancy. The roof was repaired in 2018, at which time an extended
5 year warranty that will expire in 2023, was executed. The heating system was upgraded from oil to natural gas when one new
boiler and natural gas burner was installed in 1999. The second boiler and burner was replaced in 2006.There is no central
cooling within the building. There are several window unit, or split cooling systems in the administrative offices. The building
is equipped with an emergency backup generator.
The building is in good general condition and has udnergone reconstruction and replacement of the handicap ramp at the front
entrance;installation of curb cuts and new concrete walkways in compliance with ADA mandates, that were funded by capital
expenditures. Additionally, the District installed new paving and stormwater systems in 2015.
Current enrollment is 549.
TOTAL BUILDING SQUARE FOOTAGE: Please provide the original building square footage PLUS the
square footage of any additions.
63,600
SITE DESCRIPTION: Please provide a detailed description of the current site and any known existing
conditions that would impact a potential project at the site (maximum of 5000 characters).
The Potter Road Elementary School is located about 30 miles west of Boston. It serves 549 students from Kindergarten through
Grade five. The school is situated 100 yards from Potter Road, situated in a rural neighborhood surrounded by single family
homes. The courtyard in the center of the school building is a great place for activities and learning each season. Summer
programs are held in the morning and afternoons in this space. Some of these activities may impact the potential project depending
on the time line.
BUILDING ENVELOPE: Please provide a detailed description of the building envelope, types of construction
materials used, and any known problems or existing conditions (maximum of 5000 characters).
Potter Road Elementary School was constructed in 1966. Potter Road is rectangular in shape with a courtyard in the center.
The main two story building consists of brick veneer walls with vertically aligned windows with decorative masonry infill
panels and a metal fascia band. The one story building consists of storefront assemblies and brick masonry veneer wall
sections with a wood fascia band. The school has approximately 9,000 sq. ft. of aluminum framed storefront and punched
windows with single pane glazing. Potter Road also has 24 storefront and hollow metal single or double access doors, some
with transoms. Expansion joints are dispersed at random intervals throughout the building and appear to be constructed
with silicone sealant. The perimeter sealant at windows and doors also appears to be silicone. The brick masonry is in fair
to poor condition overall, with deteriorated mortar observed throughout the building. Sealant at doors and windows has
typically failed. Louvers were reported to be leaking in multiple locations throughout the building.
Massachusetts School Building Authority
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Name of School

Potter Road Elementary School

Has there been a Major Repair or Replacement of the EXTERIOR WALLS ? NO
Year of Last Major Repair or Replacement: N/A
Description of Last Major Repair or Replacement: N/A
Has there been a Major Repair or Replacement of the ROOF? YES
Year of Last Major Repair or Replacement: 1996 (replacement) 2018 (repair)
Type of ROOF: 4-Ply built up TREMCO System
Description of Last Major Repair or Replacement: 2018
The roof was repaired in 2018 and an extended 5 year warranty was issued that will expire
in 2023.
Has there been a Major Repair or Replacement of the WINDOWS? NO
Year of Last Major Repair or Replacement: N/A
Type of WINDOWS: Single pane glazed
Description of Last Major Repair or Replacement: N/A Original windows
MECHANICAL and ELECTRICAL SYSTEMS: Please provide a detailed description of the current mechanical
and electrical systems and any known problems or existing conditions (maximum of 5000 characters).
The heating system was upgraded from oil to natural gas when one new boiler and natural gas burner was installed in 1999
and the second boiler and burner was replaced in 2006. There is no central cooling within the building. There are several
window unit or split cooling systems in the administrative offices. The building is equipped with a backup generator.
Has there been a Major Repair or Replacement of the BOILERS? YES
Year of Last Major Repair or Replacement: 2006
Description of Last Major Repair or Replacement: new boiler and natural gas burner was installed in 1999 and the
second boiler and burner was replaced in 2006
Has there been a Major Repair or Replacement of the HVAC SYSTEM ? NO
Year of Last Major Repair or Replacement: N/A
Description of Last Major Repair or Replacement: N/A
Has there been a Major Repair or Replacement of the ELECTRICAL SERVICES AND DISTRIBUTION
SYSTEM? NO
Year of Last Major Repair or Replacement: N/A
Description of Last Major Repair or Replacement: N/A

BUILDING INTERIOR: Please provide a detailed description of the current building interior including a description
of the flooring systems, finishes, ceilings, lighting, etc. (maximum of 5000 characters).
The interior is concrete masonry block painted. Ceilings are mixed ceiling tectum with suspended ceilings in select
areas throughout the building including the cafetorium. Lighting upgrades have been installed using the
EVERSOURCE lamp replacement program. Flooring is vinyl composite tile, which no longer contains asbestos.
The building does not have a fire suppression system.
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Name of School

Potter Road Elementary School

PROGRAMS and OPERATIONS: Please provide a detailed description of the current programs offered and indicate
whether there are program components that cannot be offered due to facility constraints, operational constraints, etc.
(maximum of 5000 characters).
Community Resource Daycare programs operate Monday thru Friday, 7:00 am to 9:15 am (before school) and 3:30 am to 6:00
pm (after school). Summer programs for 2022 may be limited according to space availability due to the COVID guidelines and
scheduled Maintenance and construction projects. The gym is also rented external sports groups.

CAPACITY and UTILIZATION: Please provide a detailed description of the current capacity and utilization of
the school facility. If the school is overcrowded, please describe steps taken by the administration to address capacity
issues. Please also describe in detail any spaces that have been converted from their intended use to be used as
classroom space (maximum of 5000 characters).
The Potter Road Elementary School has a design capacity of 550 students. Current enrollment at the school is 549 students.
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Name of School

-Potter Road Elementary School

MAINTENANCE and CAPITAL REPAIR: Please provide a detailed description of the district’s current maintenance
practices, its capital repair program, and the maintenance program in place at the facility that is the subject of this
SOI. Please include specific examples of capital repair projects undertaken in the past, including any override or debt
exclusion votes that were necessary (maximum of 5000 characters).
The School Building and Grounds department employs 72 custodians, 10 maintenance personnel, 4 office support staff, a
maintenance foreman, custodial service manager, an assistant director and director.
Department objectives are as follows:
Adhere to safety and health standards, provide cleaning and maintenance inside and outside of building structures, ensure security
of buildings, plan for and monitor efficient use of buildings, and provide year-round maintenance of grounds.
It is important to note that a long-term, 20-year capital facilities improvement program is utilized in planning for the future needs
throughout the District. Additionally, the District has been supported in its efforts to maintain and upgrade all of our buildings
through the City's capital budget process and various funding allocations. For FY23, we submit capital project funding requests
in accordance with the long range plan, submitting requests for projects that are the top priority for the District. Those projects for
FY23 include: roof replacements at multiple schools; exterior envelope repairs; paving and stormwater repairs and replacements;
HVAC upgrades and installation; accessibility improvements; and security improvements district-wide that will allow the District
to continue to maintain and upgrade our buildings.
The building is in good general condition and has received replacement walkways and sidewalks in compliance with ADA
mandates funded by capital expenditure. The paving and stormwater in the parking and driveway areas have been replaced. At
this time, the roof is in need of full replacement as it has exceed its life expectancy, and sustains numerous leaks throughout the
year. These leaks have led to interior damage, including architectural finishes. .
EDUCATIONAL SPACES: Please provide a detailed description of the Educational Spaces within the facility, a
description of the number and sizes (in square feet) of classrooms, a description of science rooms/labs including ages and
most recent updates, a description of the cafeteria, gym and/or auditorium and a description of the media center/library
(maximum of 5000 characters).
Potter Road is rectangular in shape with a courtyard in the center. The building is located at 492 Potter Road and contains 63,600
square feet. This school houses (24 classrooms) of grades K through 5, contains a 4,050 sq. ft. cafetorium, with a maximum
capacity of 256, kitchen, a 4,576 sq ft. gymnasium, with a maximum capacity of 653, library, bathrooms, an auditorium with a
capacity of 550 and assorted classrooms and offices. There are currently 549 students enrolled.
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Name of School

Potter Road Elementary School

Priority 5
Please provide a detailed description of the issues surrounding the school facility systems (e.g., roof, windows,
boilers, HVAC system, and/or electrical service and distribution system) that you are indicating require repair or
replacement. Please describe all deficiencies to all systems in sufficient detail to explain the problem.
Roof: The roof was repaired in 2018 with an extended 5 year warranty that expires in 2023. Visually, roofing appears to show leaks
in numerous locations that have contributed to the premature deterioration of architectural finished throughout the building.
Although the major leaks have been repaired, there are still ongoing leaks that occur throughout the building.
Windows: The frame and glazing systems lack adequate air and moisture protection due to failed sealants and glazing components
and cannot resist thermal transfer through the conductive metal due to the lack of a thermal break. Similarly, the single pane
glazing’s offer little resistance to thermal transfer, or control of solar gains and visible light. Therefore, due to the poor thermal
performance of the frames, it has been recommended that these systems be replaced within the next 3 - 5 years.
Doorfront: The existing aluminum storefront entrance framing and the existing hollow metal entrance framing lack adequate air
and moisture protection due to failed sealants and glazing components and cannot resist thermal transfer through the conductive
metal due to the lack of a thermal break. Similar to the windows, the single pane glazing offers little resistance to thermal transfer,
or control of solar gains and visible light. Therefore, due to the poor thermal performance of the frames and glazing components,
replacement of all storefront and hollow metal entrances may also be considered to occur within the next 3 - 5 years when the
window renovations are performed, as it may be more cost effective to perform the window renovations at the same time.
Boilers, HVAC System, and/or Electric Service and Distribution System: The boilers were replaced in 2001, and are in good
working conditions. We have recently completed an indoor air quality assessment study, and are considering multiple options to
improve indoor air quality. We have installed portable air conditioning units in a number of spaces and will continue installations
where possible. Additionally, air purifiers have been installed in every room. We believe the existing electrical service will support
added air conditioning units and air purifiers.
Priority 5
Please describe the measures the district has already taken to mitigate the problem/issues described in Question 1 above.
The roof was repaired in 2018 with an extended 5 year warranty that expires in 2023.
The District is under contract with TREMCO Roofing for repair. Their analysis of the roof indicates total replacement in the near
term is required.
The FPS district is undertaking exterior envelope repair design with Gale Associates, and has placed the project out to bid. It is
anticipated that the project will commence in June of 2022, with final work finishing in August of 2022.
The boilers were replaced in 2001, and are in good working conditions. We have recently completed an indoor air quality
assessment study, and are considering multiple options to improve indoor air quality. We have installed portable air conditioning
units in a number of spaces and will continue installations where possible. Additionally, air purifiers have been installed in every
room. We believe the existing electrical service will support added air conditioning units and air purifiers.
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Name of School

Potter Road Elementary School

Priority 5
Please provide a detailed explanation of the impact of the problem/issues described in Question 1 above on your
district’s educational program. Please include specific examples of how the problem prevents the district from
delivering the educational program it is required to deliver and how students and/or teachers are directly affected by
the problem identified.
There are concerns continued water infiltration will lead to mold issues within the building. When severe weather events occur,
there are numerous locations throughout the building that leak. This impacts classroom spaces, gym areas, cafeteria space, etc.
which has a negative impact on delivering educational programs uninterrupted.

Please also provide the following:
Have the systems identified above been examined by an engineer or other trained building professional?:
If "YES", please provide, the name of the individual and his/her professional affiliation:
TREMCO Roofing, Geoffrey Davis, Senior Field Advisor
The date of the inspection:
08/15/2018
A summary of the findings: Their analysis of the roof indicates total replacement in the near
term is required. The roof was repaired in 2018 with an extended 5 year warranty that expires in
2023. However, these repairs were meant as a temporary measure and have reached the end of
their effectiveness to prevent water infiltration.
Gale Associates, Inc, Brian Neeley, Senior Field Advisor
The date of the inspection:: 09/07/2018
A summary of the findings:: The recommendation from this report is that the District replace all
windows and doors within the next 3-5 years. (see attached report)
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Name of School

Potter Road Elementary School

Vote
Vote of Municipal Governing Body YES: NO: Date:
Vote of School Committee YES: NO: Date:
Vote of Regional School Committee YES: NO: Date:
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Name of School

Potter Road Elementary School

Required Form of Vote
The following Form of vote should be used by both the City Council/Board of Aldermen, Board of Selectmen/equivalent
governing body AND the School Committee in voting to approve this Statement of Interest.
If a regional school district, the regional school committee should use the following Form of vote.
Resolved: Having convened in an open meeting on ___________________, prior to the SOI submission closing date,
_________________________________________________________________ [City Council/Board of Aldermen,
Board of Selectmen/Equivalent Governing Body, School Committee] ___________________________[City/Town/
School District], in accordance with its charter, by-laws, and ordinances, has voted to authorize the Superintendent to
submit to the Massachusetts School Building Authority the Statement of Interest dated _____________ for the Potter
Road Elementary School located at 492 Potter Road Framingham, MA 01702 which describes and explains the
following deficiencies and priority category(s) for which the City of Framingham be invited to apply to the
Massachusetts School Building Authority in the
future:____________________________________________________________________________________
____________________________________________________________________________________________
________________________________________________________[Insert a description of the priority(s) checked off
on the Statement of Interest and a brief description of the deficiency described therein for each priority]; and hereby
further specifically acknowledges that by submitting this Statement of Interest, the Massachusetts School Building
Authority in no way guarantees the acceptance or the approval of an application, the awarding of a grant or any other
funding commitment from the Massachusetts School Building Authority, or commits the City of Framingham to filing
an application for funding with the Massachusetts School Building Authority.
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Potter Road Elementary School

CERTIFICATIONS
The undersigned hereby certifies that, to the best of his/her knowledge, information and belief, the statements and information
contained in this statement of Interest and attached hereto are true and accurate and that this Statement of Interest has been
prepared under the direction of the district school committee and the undersigned is duly authorized to submit this Statement of
Interest to the Massachusetts School Building Authority. The undersigned also hereby acknowledges and agrees to provide
the Massachusetts School Building Authority, upon request by the Authority, any additional information relating to this
Statement of Interest that may be required by the Authority.
LOCAL CHIEF EXECUTIVE OFFICER/DISTRICT SUPERINTENDENT/SCHOOL COMMITTEE CHAIR
(E.g., Mayor, Town Manager, Board of Selectmen)
Chief Executive Officer

Charlie Sisitsky, Mayor

School Committee Chair

Superintendent of Schools

Priscila Sousa, Chair

Dr. Robert Tremblay, Superintendent

(signature)

(signature)

(signature)

Date

Date

Date
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SCHOOL COMMITTEE
REQUIRED FORM OF VOTE TO SUBMIT A STATEMENT OF INTEREST
FORM OF VOTE
Resolved: Having convened in an open meeting on March 2, 2022 prior to the SOI submission closing
date, the City of Framingham School Committee, in accordance with its charter, by-laws, and
ordinances, has voted to authorize the Superintendent to submit to the Massachusetts School Building
Authority the Statement of Interest Form dated March 2, 2022 for the Potter Road Elementary School
located at 492 Potter Road, Framingham, MA 01701 which describes and explains the following
deficiencies and the priority category(s) for which an application may be submitted to the Massachusetts
School Building Authority in the future:


The roof was repaired in 2018 with an extended 5 year warranty that expires in 2023. Visually,
roofing appears to show leaks in numerous locations that have contributed to the premature
deterioration of architectural finished throughout the building. Although the major leaks have
been repaired, there are still ongoing leaks that occur throughout the building.

and hereby further specifically acknowledges that by submitting this Statement of Interest Form, the
Massachusetts School Building Authority in no way guarantees the acceptance or the approval of an
application, the awarding of a grant or any other funding commitment from the Massachusetts School
Building Authority, or commits the City/Town/Regional School District to filing an application for
funding with the Massachusetts School Building Authority.
School Committee Chairman*
______________________
Priscila Sousa, Chair

CITY COUNCIL
REQUIRED FORM OF VOTE TO SUBMIT A STATEMENT OF INTEREST

FORM OF VOTE
Resolved: Having convened in an open meeting on March 15, 2022 the City Council of
Framingham, in accordance with its charter, by-laws, and ordinances, voted to authorize the
Superintendent to submit to the Massachusetts School Building Authority the Statement of
Interest Form dated March 15, 2022 for the Potter Road Elementary School located 492 Potter
Road Elementary, Framingham, MA 01701 which describes and explains the following
deficiencies and the priority category(s) for which an application may be submitted to the
Massachusetts School Building Authority in the future:
● The roof was repaired in 2018 with an extended 5 year warranty that expires in 2023.
Visually, roofing appears to show leaks in numerous locations that have contributed to
the premature deterioration of architectural finished throughout the building. Although
the major leaks have been repaired, there are still ongoing leaks that occur throughout
the building.
and hereby further specifically acknowledges that by submitting this Statement of Interest
Form, the Massachusetts School Building Authority in no way guarantees the acceptance or
the approval of an application, the awarding of a grant or any other funding commitment from
the Massachusetts School Building Authority, or commits the City/Town/Regional School
District to filing an application for funding with the Massachusetts School Building Authority.
Chief Executive Officer*
___________________
Charlie Sisitsky, Mayor

SCHOOL COMMITTEE
REQUIRED FORM OF VOTE TO SUBMIT A STATEMENT OF INTEREST

FORM OF VOTE
Resolved: Having convened in an open meeting on March 02, 2022 prior to the SOI
submission closing date, the City of Framingham School Committee, in accordance with its
charter, by-laws, and ordinances, has voted to authorize the Superintendent to submit to the
Massachusetts School Building Authority the Statement of Interest Form dated March 02,
2022 for the Potter Road Elementary School located at 492 Potter Road, Framingham, MA
01701 which describes and explains the following deficiencies and the priority category(s) for
which an application may be submitted to the Massachusetts School Building Authority in the
future:
● The roof was repaired in 2018 with an extended 5 year warranty that expires in 2023.
Visually, roofing appears to show leaks in numerous locations that have contributed to
the premature deterioration of architectural finished throughout the building. Although
the major leaks have been repaired, there are still ongoing leaks that occur throughout
the building.
and hereby further specifically acknowledges that by submitting this Statement of Interest
Form, the Massachusetts School Building Authority in no way guarantees the acceptance or
the approval of an application, the awarding of a grant or any other funding commitment from
the Massachusetts School Building Authority, or commits the City/Town/Regional School
District to filing an application for funding with the Massachusetts School Building Authority.

CERTIFICATIONS
The undersigned hereby certifies that, to the best of his/her knowledge, information and belief,
the statements and information contained in this statement of Interest and attached hereto are
true
and accurate and that this Statement of Interest has been prepared under the direction of the
district school committee and the undersigned is duly authorized to submit this Statement of
Interest to the Massachusetts School Building Authority. The undersigned also hereby
acknowledges
and agrees to provide the Massachusetts School Building Authority, upon request by the
Authority,
any additional information relating to this Statement of Interest that may be required by the
Authority.

Chief Executive Officer *
Charlie Sisitksy, Mayor
Superintendent

School Committee Chair
Priscila Sousa, Chair

Superintendent of Schools
Dr. Robert Tremblay,

_________________________________________________________________________
(Signature)
(Signature)
(Signature)
_________________________________________________________________________
Date
Date
Date

* Local Chief Executive Officer: In a city or town with a manager form of government, the manager of the
municipality; in other cities, the mayor; and in other towns, the board of selectmen unless, in a city or town,
some other municipal office is designated to the chief executive office under the provisions of a local
charter. Please note, in districts where the Superintendent is also the Local Chief Executive Officer, it is
required for the same person to sign the Statement of Interest Certifications twice. Please do not
leave any signature lines blank.

